
 

 

 

 

 

 

 

 

Scheme de racordare la RED 110 kV  
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Bara 110kV - Statia 110kV DEER

Racordare la SEN, stația DEER, prin linie RADIALA
SISTEM SIMPLU DE BARE

Intrerupator 110kV

Separator 110kV

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

Separator 110kV

DEER
UTILIZATOR

Separator 110kV

Intrerupator 110kV

Separator 110kV

G

CE ___ MW

Statia MT/110kV CE

MODEL 1

Trafo ____MVA 110kV/MT

LEA/LES 110kV  L=___km

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

TC 110kV ...../5x5A, 
cls.0,2s/0,2s/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P



Bara 110kV 
Statia DEER

Racordare la SEN in stația DEER, prin extindere de BARE

Intrerupator 110kV

Separator 110kV

DEER            UTILIZATOR

G

CE ___ MW

Trafo ____MVA 110kV/MT

Bara 110kV 
Statia DEER - racord UTILIZATOR

Separator 110kV

MODEL 2

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P



Intrerupator 110kV

Separator 110kV

Separator 110kV

DEER
UTILIZATOR

Separator 110kV

Intrerupator 110kV

Separator 110kV

G

CE ___ MW

Statia MT/110kV CE

MODEL 3

LEA/LEC 110kV  L=___km

Racordare la SEN, stația DEER, prin linie RADIALA
SISTEM DUBLU DE BARE

Trafo ____MVA 110kV/MT

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P



DEER
UTILIZATOR

LEA 110kV

Bara "C"
Bara "A" Bara "B"

LEA 110kV

Separator 110kV

Intrerupator 110kV

Separator 110kV

G CE ___ MW

Statia MT/110kV CE

Stalp A* Stalp B*

MODEL 4

LEA/LES 110kV  L=___km

Racordare la SEN prin sectionarea unei LEA 110kV 
cu o statie INTRARE - IESIRE

Trafo ____MVA 110kV/MT

Servicii Interne
400 V c.a.    
220 V c.c.

TC 110kV ...../3x5A, cls.0,5/5P/5P

3xTT 110kV
110/√3 // 3x (0,1/√3);
cls. 0,5 / 6P / 6P

3xTT 110kV
110/√3 // 3x (0,1/√3);
cls. 0,5 / 6P / 6P

TC 110kV ...../3x5A, cls.0,5/5P/5P

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

TC 110kV ...../5x5A, 
cls.0,2s/0,2s/5P/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P



DEER
UTILIZATOR

LEA 110kV

Bara "1"

LEA 110kV

Separator 110kV

Intrerupator 110kV

Separator 110kV

G CE ___ MW

Stalp A* Stalp B*

LEA/LES 110kV  L=___km

Racordare la SEN a doi sau mai multi producatori 

Separator 110kV

Intrerupator 110kV

Separator 110kV

G CE ___ MW

Statia MT/110kV CE

LEA/LES 110kV  L=___km

Bara "2"

Trafo ____MVA 110kV/MT

MODEL 5

Servicii Interne
400 V c.a.    
220 V c.c.

TC 110kV ...../3x5A, cls.0,5/5P/5P TC 110kV ...../3x5A, cls.0,5/5P/5P

3xTT 110kV
110/√3 // 3x (0,1/√3);
cls. 0,5 / 6P / 6P

3xTT 110kV
110/√3 // 3x (0,1/√3);
cls. 0,5 / 6P / 6P

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

TC 110kV ...../4x5A, 
cls.0,2s/0,2s/5P/5P

TC 110kV ...../3x5A, 
cls.0,5/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

TC 110kV ...../5x5A, 
cls.0,2s/0,2s/5P/5P/5P

TC 110kV ...../5x5A, 
cls.0,2s/0,2s/5P/5P/5P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

3xTT 110kV
110/√3 // 4x (0,1/√3);
cls. 0,2 / 0,2 / 3P / 3P

TC 110kV ...../4x5A, 
cls.0,2/0,2/5P/5P
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